
CALIFORNIA REGIONAl, WATER QUALITY CONTROL BOARD
SAN FRANCISCO BAY REGION

ORDER NO. 72-41

WASTE DISCHARGE REQUIREMENTS
FOR

SAN RAFAEL SANITATION DISTRICT
MAIN PLANT

MARIN COUNTY

The California Regional Water Quality Control Board, San Francisco Bay Region,
finds that:

A. This Regional Board prescribed requirements for waste discharged by the
San Rafael Sanitation District, called the discharger below, at its Main
plant in Resolution No. 70-47, adopted May 28, 1970.

B. The discharge includes:

1. Waste '~" is 2.5 million gallons per day (mgd) of sewage and industrial
waste from approximately 25,000 people. The design capacity is 5.0 mgd
discharged at the shoreline of San Rafael Bay. The waste flows more
than 2000 feet across mud flats during low tides before reaching the
receiving water.

2. Waste "B" is untreated sewage bypassed from the sewerage system during
wet weat.her .

C. The Board adopted an Interim Water Quality Control Plan for the San Francisco
Bay Basin on June 14, 1971.

D. The beneficial uses of San Rafael Bay are:

Water-skiing, wading, pleasure boating, marinas, fishing, shellfishing and
hunting

Fish, shellfish, and wildlife propagation and sustenance, and waterfowl and
migratory birds habitat and resting

Navigation channels

Esthetic enjoyment.

It is the intent of this Board to protect shellfishing as a beneficial use;
however, this use will not be protected until this discharge is removed from
its present location.

E. The Board has notified the discharger and interested agencies and persons of
its intent to prescribe waste discharge requirements for the proposed discharge.
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